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AC Transformer PC1  Copyright SafeTac 2007

Transarc 400 TM 400/400 Rev 3

To Incoming Phase L1

L1

Main Transformer To Incoming Phase L2

VRD SCR MAXIMUM AMPS 200

CT

MAIN SECONDRY CABLE FROM WELDING TRANSFORMER   
TO OUTPUT TERMINAL OR DIODE BRIDGE
THIS CABLE MUST BE THE SECONDRY AC

PC1 VRD

SINGLE RED WIRE FROM VRD 415 VAC SUPPLY

ADJUST TRIMMER SO OUTPUT OF MACHINE READS AROUND 12 TO 16 VOLTS AC

CONNECT RED & BLUE FROM 4 PIN PLUG TO
TERMINALS S1 & S2 ON CT DIRECTION IS NOT IMPORTANT

 


